1 REVISOR 7835.5500

7835.5500 MAINTAINING POWER OUTPUT.

The power output of the qualifying facility must be maintained so that frequency and
voltage are compatible with normal utility service and do not cause that service to fall
outside the prescribed limits of commission rules and other standard limitations.
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